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ARB Approved IOM — Executive Ciuers VR-201-L and VR-202-L {Scheduled Maimenénce)

VR-201-L and VR-202-L - Annual Inspection and Testing Checklist

Checklist results may be used to assist with filling out GDF maintenance log. Date: _vmmm _of___

Clean Air  [Pressure Decay Dispenser Nozzle VIL
Separator | Test, TP-201.3 | Dispenser | Vaporiline | Dispenser | Fuel Grade Tested Test Exhibit 5

Test, Exhibit4| & Exhibit8 Number |Tightness Test] Number {circle one) !
A . . {circle one)
(circle one) (circle one) (circle one)

Pass Fail 87 89 91 Other__1 Pass Fail

Pass Fail 87 89 91 Other___| Pass Fall

Pass Fail 87 89 91 Other__| Pass Fail

= = Pass Fail 87 89 91 Other__§{ Pass Fail

ass

ass Pass Fail 87 89 91 COther__| Pass Fail

Complete Complete Pass Fail B7 B9 91 Cther__| Pass Fail
Weekly Quarterly X -
inspection inspection Pass Fail 87 89 91 Cther__] Pass Fail
Checkdist Checkiist Pass Fail 87 89 91 Other__| Pass Fail
Pass Fail 87 89 81 Other___{ Pass Fail

Pass Fail 87 B9 91 Cther__ | Pass Fail

Pass Fail 87 88 910ther__§ Pass Fail

] ) Pass Fail 87 89 91 Other__; Pass Fail

Fail Fail . .

Pass Fail 87 B9 91 0ther___§ Pass Fail

Pass Fail 87 89 910ther__} Pass Fail

Pass Fail 87 89 910ther__ ] Pass Fail

Pass Fail 87 89 91 Other___{ Pass Fail




